
8 mm. Tor @ 0.20 M c/c 

L/4 L/4

8 mm. Tor @ 0.20 M c/c 

THICKNESS OF SLAB = 0.11m

SECTION OF ROOF BEAM

RING 8MMØ @ 0.15MC/C.
4- 16MMØ +2-12 MMØ

0.23M

SECTION OF TIE BEAM

RING 8MMØ @ 0.15MC/C.
4- 16MMØ

0.23M

A'

TYPICAL

L/4

EXT.TOP AS BINDER

ALTERNATE CRANKED

A'

SECTION OF SLAB AT A-A'

L/7

L/4

L/5

EXTRA TOP 

SECTION OF FOOTING

SECTION OF COLUMN.

0.15MRING 8 MM Ø @ 0.15MC/C.

1.98M

0.15M

G.LG.L

RING 8MMØ @ 0.15MC/C.
4- 16MMØ +4-12 MMØ

0.23M

4- 16MMØ +4-12MMØ

SILT

SLAB TOP

TANK

100 MM THICK REINFORCED

2.25 M  LENGTH PIPE

150 MM COIR NET IN NYLON NET

600 MM COARSE SAND

1200 MM METAL

1200 JHAMMA BRICKS OR BOULDER

150 MM DIA BOREWELL MINIMUM DEPTH
50 M (UPTO FRACTURE ZONE)

125 900 125
75 MM R.C.C.

75 MM PCC
75 MM BRICK SOLLING
75 MM SAND FILLING

100 MM PIPE





SLAB WITH HOOK

PLAN OF SEPTIC TANK. PLAN OF SOAK PIT

0.1M

Eql.Eql.

0.1MØ OUTLET PIPE

0.1M

Eql.

BAFFLE WALL

 SECTION OF SEPTIC TANK.

0.2M
B.F.SOLING

0.2M

SECTION OF SOAK-PIT

0.1M Ø OUTLET PIPE

P.C.C (1:2:4)

BEAM

G.L

0.1M Ø INLET PIPE

REMOVABLE  IRON COVER

L.LVL.

G.L

G.L

MANHOLE

0.11M THK. R.C.C. SLAB

REMOVABLE  IRON COVER


